
3MACTEC~
---- engineering and constructing a beHer tomorrow

Daily Engineering Control Verification Sampling
General Services Administration

Departmcnt of thc Interior Modernization Program
1849 C Sh'eet NW, Washington, DC

Week cnding: 8/23/2007

Note I: TVOe = Total Volati1e Organic Compounds. which is the total concentration of any volatile organic compounds
that may be present. Volatile organic compounds arc organic chemicals that have a high vapor pressure and easily form
vapors at nom1al temperature. While there is cUITently no Permissible Exposure Limit (PEL) for TVOCs. an action level
of 1.3 parts per million (ppm) has been established for this project based on best available research.

Note 2: OSHA Total and Respirable Particulate PEL = 15.0 milligrams per cubic meter of air (mg/mJ) for total
particulates, 5.0 mg/mJ for respirable particulates.

Friday: 8/17/2007

TotalTVOCFloor
LocationTimcParticulates Commcnts

(mg/mJ)

(ppm)

7

Along main corridor between barricades 9260.0030.0Passed smoke test for neg<ltive <IiI'pressure at doors

6

Along main corridor between barricades 9450.0030.0

Along main corridor between barricades

-

5
9530.0030.0

4

Along main corridor betwcen barricades 9590.0020.0

3

Along main corridor between barricades10000.0020.0

2

Along main corridor between balTieades10030.0030.0

I
Along main corridor bctwccn balTicades10050.0030.0Passed smoke test for neg<llivc <IiI'pressure at doors

B

Along main corridor bctwccn barricades10080.0040.0

7

Wing 3 n117308-7328 9280.0030.0

4

Wing 3 rm 4310-4329 9580.0040.0

Monday: 8/20/2007

TotalTVOCFloor
LocationTimcParticulates Commcnts

J
(ppm)

(mg/m)
7

Along main con'idor betwccn barricades11280.0040.0Passed smoke lest for negative air pressure at doors

6

Along main corridor betwcen barricades11300.0580.0

5

Along main corridor betwecn barricadcs11340.0020.0

4

Along main corridor betwcen barricades11360.0020.0

3

Along main corridor between balTicades11380.0010.0

2

Along main corridor between balTicades11420.0020.0

I
Along main corridor between barricades11430.0020.0Passed smoke test for negative air pressure <Itdoors

B

Along main corridor between barricades11450.0160.0

5

Wing 5 Room 5538-5562 11320.0010.0

3

Wing 3 Room 3301-3331 11390.0020.0
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Tuesday: 8/21/2007

TotalTVOeFloOJ' LocationTimeP:uticulatcs Commcnts
(mu/m.!)

(ppm)

7

Along malll ,orri.k.r hel\\'c:cn barricades 13020.0020.0Passed smoke It:st for negative air pressure at doors

6

:\long malll wrri ••\,r helwccn barricades 13040.0020.0

5

Along main corri.!.)!' hct\\l:en harricadcs 13070.00]0.0

4

Along main ",uT;.k,r betwecn barricadcs 13090.0020.0

..,

Along main corri.k'r bet\\'cen ban icades13140.0020.0-'
2

Along l1Iall1cO'Tidor betwccn batTicadcs13160.0020.0

I
Along main c••rri.k,r betwecn barricades 13170.0020.0Passcd smoke lest for negative air pressure at doors

B

Along main ,orrilk,r hetwecn barricades 13190.0020.0

6

Wing 5 Room u51O-653 I 13050.0020.0

I
Wing J Room 1312-1329 13210.0020.0

Wedncsday: 8/22/2007

TotalTVOCFloor LocationTimcParticuhttcs Commcnts
(mg/m3)

(ppm)

7

Along main cOlTidor bctwccn barric:ldcs
12260.002

0.0Passed smoke test for negative air pressure at doors

6

Along main corridor between barricadcs 12280.002
0.0

5

Along main t:olTidor between barricadcs 12300.002
0.0

4

Along main corridor between barricades 12340.002
0.0- 3

Along main ,orridor between barricades 12350.002
0.0

2

Along l11:Jincorridor betwcen barricades 12370.002
0.0

1

1\ long main corridor between barricadcs 12390.015
0.0Worker rolling mats/passed smoke test

B

AIe'ng main corridor between barricades 12410.011
0.0

2

Wing 3 room 2312-2329 12430.004
0.0

5

Wing 3 nx,m 5309-533] 12320.0020.0

Thursday: 8/2312007
Total

TVOCFloor
LocationTimeParticulates Comments

(mg/m3)

(ppm)

7

Along main corridor helwccn harricadcs 13520.0020.0Passed smoke test for negative air pressure at doors

6

:\Iong main corridor between barricades 13540.0020.0

5

Along main corridor between barricades 13560.0020.0

4

Along main corridor belwccn barricades13580.0020.0

3

Along main corridor between balTicades14020.0020.0

2

Along main corridor betwecn barricades14030.0020.0

1

.-,<Iongmain corridor between barric~des 14050.0090.0Passed smoke test for negative air pressure at doors

B

Along main corridor betwecn balTieadcs14060.0030.0

4

Wing 5 Rooms 4538-4561 14000.0040.0
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Follow-Up Sampling in Areas with Results Above Established Action Levels

Retest

Total
TVOCFloor Location ParticulatesCommentsTime (mg/mJ)

(ppm)

N/A

Additional Comments

Date
Floor Commcnts

N/A
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